
2

5/8" GYPSUM BOARD
OVER 2 1/2" METAL STUD

WINDOW SILL BELOW
ALUMINUM CURTAIN WALL SYSTEM
WITH  INSULATED GLAZING WITH
INTEGRAL BLINDS

CONTINUOUS BACKER ROD
AND SEALANT ON BOTH SIDES

ARCHITECTURAL PRECAST CONCRETE

7/8" METAL HAT CHANNEL

SEALANT

4

4

CORNER BEAD,
TYPICAL

FIRE RETARDANT TREATED
WOOD BLOCKING

7"1'-7"

BID ITEM 6
(DEDUCT ALT 5).
USE BRICK IN
LIEU OF
PRECAST
FRAME. SEE
ELEVATIONS ON
1-A3

RIGID
INSULATION

CASING BEAD

FLUID-APPLIED
AIR/VAPOR/MOISTURE
BARRIER

WINDOW SILL

STOREFRONT WINDOW
SYSTEM

CONTINUOUS BACKER ROD
AND SEALANT ON BOTH SIDES

PRECAST PANEL

METAL FURRING

5/8" GYPSUM BOARD5

CORNER BEAD, TYPICAL

1
" 

T
Y

P

FIRE RETARDANT
TREATED WOOD
BLOCKING

2

INSULATED
SPANDREL GLASS

INSULATED GLAZING
WITH INTEGRAL
BLINDS

ALUMINUM CURTAIN
WALL SYSTEM

WINDOW SILL
BELOW

CONTINUOUS SEALANT

NOTE: SEE EXTERIOR ELEVATIONS
FOR GLASS TYPES

5"

4

CORNER
BEAD, TYPICAL

CASING BEAD

2" DEEP ALUMINUM
PAN FILLED WITH BATT
INSULATION

A2

5.4

BACKER ROD AND
SEALANT

INSULATED
PRECAST PANEL

CAST-IN-PLACE
CONCRETE COLUMN,
SEE STRUCTURAL

3/4"

76.00°

MOUNTING TRACK

INSULATED OVERHEAD
SECTIONAL DOOR

STEEL ANGLE

ALUMINUM AND VINYL
WEATHER SEAL

6" CONCRETE FILLED
DIA. BOLLARD

5.8

2-A26

4
TYP

DOCK BUMPER

OVERHEAD INSULATED
SECTIONAL DOOR

DOCK LEVELER

CONCRETE FILLED
PIPE BOLLARD

4

2-A18

2" EXPANSION
JOINT COVER

2"

SEE FLOOR PLAN
FOR WALL TYPE

2"

2" EXPANSION
JOINT COVER

SEE FLOOR PLAN FOR
WALL TYPE

2"

2" EXPANSION
JOINT COVER

SEE FLOOR PLAN FOR
WALL TYPE

2 LAYERS GYPSUM
BOARD - MATCH
GYPSUM BOARD OF
WALL TYPE

2"

2" EXPANSION
JOINT COVER

SEE FLOOR PLAN FOR
WALL TYPE

2 LAYERS GYPSUM
BOARD - MATCH
GYPSUM BOARD OF
WALL TYPE

FIRE RATED FILL

2" EXPANSION
JOINT COVER

SEE FLOOR PLAN
FOR WALL TYPE

2 LAYERS GYPSUM
BOARD - MATCH
GYPSUM BOARD
OF WALL TYPE

2"
FIRE RATED FILL

2 HOUR RATED WALL

4 LAYERS 5/8"
GYPSUM BOARD
ON ALL FACES

SEMI-RECESS FIRE
EXTINGUISHER CABINET11 1/2"

3
 5

/8
"

1
 7

/8
"

5
 1

/2
"

2" EXPANSION
JOINT COVER

2

1

HOLLOW METAL
FRAME - FILL W/ INSULATION

4
"

11"

2

FIRE RATED FILL
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RENOVATE AND
EXPAND SPACE FOR
PATIENT SUPPORT

AREAS

CONSTRUCTION
DOCUMENTS
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PLAN DETAILS

IOWA CITY, IOWA

IOWA CITY VA HEALTH CARE SYSTEM

32 35

 3" = 1'-0"
1

JAMB DETAIL @ PRECAST FRAME, TYPICAL
 3" = 1'-0"

3
JAMB DETAIL @ PRECAST, TYPICAL

 3" = 1'-0"
2

MULLION @ WALL, TYPICAL

 1 1/2" = 1'-0"
5

PRECAST PANEL JOINT @ CORNER

 3" = 1'-0"
4

OVERHEAD SECTIONAL DOOR JAMB

 1/2" = 1'-0"
6

TYPICAL DOCK PLAN

 3" = 1'-0"
7

TYPICAL EXPANSION JOINT COVER

 3" = 1'-0"
8

TYPICAL EXPANSION JOINT COVER AT CORNER
 3" = 1'-0"

10
TYPICAL EXPANSION JOINT COVER AT A RATED WALL CORNER

 3" = 1'-0"
12

TYPICAL EXANSION JOINT
COVER AT A RATED
SHAFT WALL CORNER

 3" = 1'-0"
9

TYPICAL EXPANSION JOINT COVER AT A RATED SHAFT WALL

 3" = 1'-0"
11

FIRE RATED FEC WALL CONSTRUCTION
 3" = 1'-0"

13
WALL DETAIL @ RATED CONSTRUCTION JOINT


